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This thesis presents a feasibility study of a means to passively effect liquid motion parallel to 

a heated surface though surface geometrical modifications. Such a passive system is 

beneficial for electronics cooling applications as it reduces the pumping equipment normally 

required in flow loops and is desired for space applications, where launch costs greatly 

restrict the weight of onboard systems. The surface geometry considered was a repeated 

array of asymmetric silicon ratchets with reentrant cavities located on the shallow face. A 

serpentine thin film heater provided heat to the surface. A complete experimental facility in 

which to perform experiments was designed and constructed as part of this work to comply 

with requirements set by microgravity flight services in anticipation of future experiments in 

microgravity. 

Experiments were performed using deionized and degassed water at atmospheric pressure 

at subcoolings of 5°C and 20°C. Applied area averaged heat flux was varied between 2 W/cm2 

and 19 W/cm2 at these conditions. Magnified high-speed videos were used to resolve bubble 

behavior near the surface. A preferential bubble growth and departure direction was 

confirmed for both subcoolings and lateral fluid motion was confirmed in the high subcooling 

condition. Repeatability was confirmed with separate experiment performed 58 days later. 

Tracking of bubbles was accomplished using a custom bubble-tracking algorithm, designed to 

resolve only bubbles within a two-dimensional plane normal to the viewing direction. 



 
 

Instantaneous velocities of individual bubbles parallel to the surface were shown to be in 

excess of 600 mm/s immediately following departure, and liquid flows with mean velocities 

between 25 mm/s and 35 mm/s parallel to surface were observed in the plume farther from 

the surface. A simplified semi-empirical model of bubble growth phase is proposed to explain 

the observed mean liquid velocities.  
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1. INTRODUCTION 

With advances in electronics towards smaller scales, the heat dissipation requirements per 

unit area are increasing dramatically. This large increase in heat flux requires ever more 

ingenious heat dissipation solutions. In the past this problem has been solved first by moving 

from natural convection to forced convection through the use of fans, followed by heat sinks 

and their associated development, then by single-phase liquid cooling in jet impingement, 

spray impingement or microchannel cooling configurations. 

For larger heat fluxes, there exists the possibility of implementing phase-change heat 

transfer, such as evaporation or boiling, in the cooling application. Depending on the 

operating surface temperatures, fluids with appropriate boiling point can be selected. The 

advantage of phase-change heat transfer is that rather than removing heat from the system 

by sensible heating of a fluid, the phase of the working fluid is converted from liquid to vapor 

thermodynamically, at a constant saturation temperature. In most cases, the amount of 

energy required to convert liquid to vapor is very high (for water at atmospheric pressure the 

heat of vaporization is 2257 ὯὐὯὫϳ  compared to a specific heat of 4.217 ὯὐὯὫϽὑϳ  [1]), 

thereby resulting in reduced inventory of fluid and smaller pumps for the same heat transfer 

rate compared with single-phase liquid cooling methods. 

Phase change heat transfer systems that include boiling can either consist of pool boiling or 

convective boiling systems. Pool boiling systems rely on a stagnant pool to dissipate the 

thermal energy; bubbles are generated at the liquid-solid interface and are transported to 

the liquid-vapor interface through buoyancy forces. Secondary motion in the liquid phase is 

induced by natural convection and the movement of bubbles. Convective boiling systems aim 

to increase the intensity of fluid motion by directing an inflow of the liquid phase across or 

onto the heated surface [2]. There are a variety of convective boiling systems, ranging from 

jet-impingement boiling where a liquid jet is directed onto the heated surface, to spray 

impingement boiling where a liquid spray is directed onto the heated surface, and 

microchannel boiling, where flow is directed through a heat sink with microscopic channels 

in the heated surface. 
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The underlying trend in these ever more  intricate heat removal techniques is that although 

they become more effective, they also become more bulky, heavy, and complex to 

implement. Any sort of forced liquid convection system requires pumps, additional plumbing, 

and the associated instrumentation and control. The cost of these systems is often also a 

limiting factor. From a reliability and cost point of view, it is therefore desirable for there to 

exist heat removal solutions for high flux cooling that would contain no moving parts and 

would ideally be self-controlling. 

A significant advance in heat transfer was made when such a passive phase-change system 

was first discovered in the form of heat pipes [3]. A heat pipe consists of a sealed tube that is 

heated at one end and cooled at the other. Evaporation takes place at the hot end and the 

vapor travels to the cool end where it is condensed. The condensed liquid is then transported 

back to the hot end by capillary forces induced by a porous wicking liner in the inside walls of 

the tube. This system is highly effective as it requires no external power and does not require 

any moving parts, but is limited by the pressure drop in the wick for high heat fluxes. Other 

types of heat pipes are the looped heat pipe, and pulsating heat pipe [4]. 

The weight and complexity associated with convective heat dissipation solutions is even 

more problematic for space applications, where a simple and lightweight system is highly 

desirable in order to keep costs down. For this reason forced convection solutions are not 

ideal. For example, the pathfinder spacecraft featured a single-phase mechanically pumped 

cooling loop; the pump assembly alone weighed about 8 kg [5]. At the estimated launch cost 

per pound at that time this equates to an estimated launch cost of between $70,593 and 

$238,427 for the pump alone, depending on the configuration of the Delta II launch vehicle 

used [6]. Nevertheless, the high cost of forced convective systems has not limited their use. 

In terrestrial conditions, natural convection is supplied by gravity-induced buoyancy forces, 

created by differences in the medium density caused by local heating. The microgravity 

environment does not permit liquid cooling systems to rely on natural convection for 

adequate heat transfer as buoyancy forces are no longer significant. Thermal management 

systems that use boiling heat transfer are not currently used in microgravity systems either 

since bubble departure from the surface by buoyancy is greatly reduced. A puzzling problem 
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now exists as well-studied means of high heat flux heat transfer and simple natural 

convection are no longer practical in the microgravity environment. There consequently 

exists a need for a new technology that has the simplicity of passive systems such as heat 

pipes, and the heat flux capacity of two-phase forced convection systems. 

The work discussed in this thesis aims to generate a non-gravity induced net fluid 

momentum parallel to the heated surface solely by the application of heat during nucleate 

boiling. Figure 1.1 shows a schematic of the surface geometry studied. 

 

Figure 1.1: Cross-section of geometry proposed to impart a net momentum on the fluid 
parallel to the heated surface. Reentrant cavities serve to lower the nucleation temperature 
by maintaining a nucleation site and generate bubbles preferentially on one side of the 
ratchet pattern. 

The geometry studied is a 1 mm pitch ratchet pattern, with faces at angles of 30° and 60°, 

and a pyramidal reentrant cavity in each 30° angled face. Heat is applied from below by a 

thin-film heater and initiates nucleation inside the reentrant cavities, upon which the bubble 

grows, protrudes from the cavity, detaches from the surface and leaves the surface at an 

angle to the vertical. Small cavity sizes (on the order of 100m˃) ensure small bubble 

departure diameters, subsequently resulting in high departure velocities. The use of 

reentrant cavities ensures consistent nucleation sites, reduced temperature overshoot for 

initiation of boiling when compared to polished surfaces, and an increase in the heat transfer 

coefficient by up to an order of magnitude as vapor remains trapped in the cavity after 

bubble departure, precluding the need to reach nucleation temperature for subsequent 

bubbles [1]. Additionally, when orienting these cavities preferentially in one direction, a net 
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flow is expected to develop during nucleate boiling. This type of thermally-driven flow would 

have great advantages for space applications as it would not require a pump to move the 

fluid. 

The goal of this thesis work is to perform a proof-of-concept study of this design. A 

significant portion of the effort entailed design and fabrication of an experimental facility 

that could be used to test the concept under different orientations and in a microgravity 

environment afforded by parabolic flight. The hypothesis that lateral motion could be 

induced was tested using high-speed image analysis of bubble motion including 

determination of bubble velocity, acceleration, and size of the individual bubbles departing 

from the surface. Additionally, a model is proposed that describes the driving mechanism of 

the induced flow over the structured surface. 
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2. LITERATURE REVIEW 

The research presented in this thesis pertains to pool boiling from a novel design of a heated 

surface with augmented surface geometry intended to generate a net fluid motion parallel to 

the surface. Such fluid motion could result in development of pumpless flow loops for 

terrestrial as well as space applications. Microgravity environments were of particular 

interest since the reduction of buoyancy-induced natural convection would imply higher 

component of fluid motion parallel to the surface. The literature review presented in this 

section is consistent with the scope of the thesis and examines the basics of pool boiling, 

microgravity pool boiling, pool boiling with augmented surfaces, and thermally actuated 

pumping. 

2.1. The Pool Boiling Curve  

Boiling heat transfer is not only used for the purpose of removing heat from a surface, but 

also to convert liquid into vapor in power generation cycles. The widespread implementation 

of boiling heat transfer has generated a significant amount of research on the subject, 

leading to among other things the development of the pool boiling curve. A boiling curve is 

normally plotted as the variation of heat flux ή  with wall superheat (ῳὝ Ὕ Ὕ ) and 

provides a convenient illustration of the performance of any particular boiling surface. Good 

performance is considered to be high levels of heat flux at low wall superheat conditions (i.e. 

as the curve moves upward and to the left, the heat transfer performance is increased). 

Figure 2.1 shows a generic pool boiling curve as it applies to controlled wall superheat 

conditions. 
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Figure 2.1: Generic pool boiling curve. All major boiling regimes are shown (plot adapted 
from Incropera et al. [1]). 

First and foremost, it is important to distinguish between the different pool boiling regimes 

(characterized by the different ranges of wall superheat), as each is dominated by distinctly 

different mechanisms. The pool boiling curve is commonly broken down into four distinct 

regimes with characteristic behavior: free convection (up to point A in Fig. 2.1), nucleate 

boiling (line AC), transition boiling (line CD), and film boiling (point D and beyond). Incropera 

et al. [1] and Carey [8] provide a detailed description of each of these regimes. In the free 

convection regime, few or no bubbles form on the surface and depart at a relatively low 

frequency such that the flow over the surface, and thereby the heat transfer coefficient, is 

dominated by natural convection. The nucleate boiling regime is characterized by the 

continuous nucleation, growth, and departure of vapor bubbles from the heated surface. 

This regime can be further broken into two subregimes: the isolated bubble regime (line AB 

in Fig. 2.1), and the regime of columns and jets, known as the fully developed nucleate 

boiling regime (line BC in Fig. 2.1). In the isolated bubble regime, the departure of bubbles 

induces significant fluid motion near the heated surface, increasing the convection 

coefficient. This increase in convection coefficient allows for a greater heat transfer rate for 
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the same wall superheat ῳὝ. In the fully developed nucleate boiling regime, the widespread 

coalescence of bubbles near the surface inhibits fluid flow, subsequently reducing the 

convection coefficient (point B in Fig. 2.1). However, the increase in wall superheat ῳὝ 

maintains the trend of the increasing heat flux until the reduction in convective effects is 

balanced by the increasing wall superheat. The heat flux at this point is the maximum 

obtainable heat flux in the nucleate boiling regime. Because of the high heat flux and low 

required wall superheat associated with nucleate boiling, this is a desirable operating regime 

for most engineering applications. Transition boiling occurs when ῳὝ is increased beyond 

this maximum value. When this occurs, nucleation happens at such a high rate that bubble 

coalescence on the surface covers large regions of the heated surface with a vapor layer. 

Because of the relatively low thermal conductivity of vapor, this further reduces the heat 

flux. Increasing ῳὝ even further results in more of the surface being covered in vapor until 

the liquid no longer touches the surface and a stable vapor film forms. The temperature at 

which this occurs is called the Leidenfrost point (point D in Fig. 2.1), beyond which film 

boiling takes place. The dominant heat transfer mechanisms in film boiling are conduction 

through the vapor layer, and radiation from the heated surface to the liquid-vapor interface. 

When heat flux is the independent variable in the system (common for most experiments 

and characteristic of heat generation in electrical systems), the maximum heat transfer rate 

that occurs at the onset of transition boiling is called the critical heat flux (CHF), as any 

further increase in heat flux would result in a rapid increase in surface temperature, rapidly 

moving to the film boiling regime; this discontinuity can be shown by line EF in Fig. 2.2a ς the 

pool boiling curve for water subject to increasing controlled heat flux. 
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(a) (b) 

Figure 2.2: Pool boiling curve for water under controlled heat flux conditions. Plots are 
shown for both during increasing heat flux (a) and decreasing heat flux (b) (plots adapted 
from Carey [8]). 

Likewise, reducing the heat flux during film boiling maintains the vapor film until reaching the 

Leidenfrost point, upon which the flow abruptly transitions to nucleate boiling (line GH in Fig. 

2.2b). This transition is similarly associated with an abrupt reduction in wall superheat. Such 

a scenario could occur in quenching of metals for example. This behavior indicates that when 

controlling the heat flux, the surface temperature exhibits hysteresis. 

Hysteresis can also occur at the onset of nucleate boiling and is especially evident when the 

fluid is highly wetting on the surface and/or the surface is very smooth with no cavities or 

trapped vapor. For water on a smooth surface, a wall superheat as high as 17°C can be 

necessary to initiate nucleation [9]. When controlling heat flux, once nucleation occurs, the 

surface temperature abruptly decreases due to the increased heat transfer coefficient (line 

BC in Fig. 2.2a). At this point, if the heat flux were to be reduced, the temperature would 

follow a different path as nucleation has already taken place (line HA in Fig. 2.2b).  

2.2. Forces on a Bubble 

Before discussing the dynamic behavior of bubbles in pool boiling, it is important to review 

the forces on them in a heated pool. It should be noted that three distinct phases exist for a 

bubble: growth, departure, and post-departure. Figure 2.3 shows the forces acting during 
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bubble growth on a surface. The forces acting are the buoyancy force Ὂ, the surface tension 

between the bubble and the solid surface Ὂ , the contact pressure force Ὂ , the reaction 

force induced by Marangoni flow Ὂ , and the drag force due to bubble growth Ὂ. The forces 

acting on a bubble after departure are the buoyancy force, the reaction force induced by 

Marangoni flow, and the drag force caused by the motion of the bubble relative to the 

surrounding fluid Ὂ. Each of these forces is explained in detail below. 

 

Figure 2.3: Forces on a vapor bubble attached to a heated surface. The sum of the forces 
dictates whether the bubble will depart from the surface or remain (diagram adapted from 
Zhang and Chao [10]).  

The most familiar force is the buoyancy force, a force induced by differences in hydrostatic 

pressure around the bubble, which normally causes a bubble to rise to the surface when 

subject to gravity. This force can be computed as the weight of the bubble less the weight of 

the displaced fluid:  

Ὂ
ρ

φ
“” ” ὫὨ (2.1) 

Whenever a bubble is in contact with a solid surface, it is subject to surface tension forces 

that act on the bubble at the contact line, tangent to the bubbƭŜΩǎ ƭƛǉǳƛŘ-vapor interface 
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Ὂ “Ὠ ÓÉÎ — (2.2) 

{ǳǊŦŀŎŜ ǘŜƴǎƛƻƴ ŀƭǎƻ ŎŀǳǎŜǎ ǘƘŜ ōǳōōƭŜΩǎ ƛƴǘŜǊƴŀƭ ǇǊŜǎǎǳǊŜ ǘƻ ōŜ ƘƛƎƘŜǊ ǘƘŀƴ ǘƘŜ ŜȄǘŜǊƴŀƭ 

pressure. This higher internal pressure is imparted on the un-wetted portion where the 

bubble is in contact with the solid surface, and is therefore called the contact pressure. The 

force due to the contact pressure is modeled using the Young-Laplace equation: 

Ὂ
“Ὠ

τ

τʎ

Ὠ
 (2.3) 

In a pool with a non-uniform temperature, Marangoni convection, an interfacial convective 

current set up through surface tension gradients, acts to push the bubble toward areas of 

lower surface tension (higher temperature) [10]. Briefly, at a liquid vapor interface, any 

surface temperature gradients cause a flow of liquid from regions of low surface tension to 

regions of high surface tension. In any subcooled pool boiling condition, the fluid near the 

heated surface is hotter than the pool and exhibits a lower surface tension than the fluid in 

the surrounding pool. In the presence of vapor bubbles these surface tension gradients 

generate a concentrated flow of liquid from the heated surface to the surrounding pool (Fig. 

2.3). These surface tension-driven currents travel around the bubble, and create a force on 

the bubble towards the surface, effectively trapping the bubble on the surface. The local 

shear stresses at any angular location due to Marangoni flow on a spherical bubble can be ‫ 

modeled by the following equation as described by Wang et al. [11]: 

†ȟ
ς

Ὠ

Ὠ„

ὨὝ

ὨὝ

Ὠ‫
 (2.4) 

When assuming a linear vertical temperature gradient, integrating this equation over the 

total surface area of the bubble gives  

Ὂȟ
ς

σ
“Ὠ

Ὠ„

ὨὝ

ὨὝ

Ὠώ
 (2.5) 

Derivation of Eq. 2.5 is provided in Appendix A. In terrestrial conditions, Marangoni 

convection has little effect on bubble departure for large bubbles as the large buoyancy 
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forces greatly mask such small effects; this can be shown by modeling the ratio of the force 

due to Marangoni convection to the buoyancy force: 

Ὂ

Ὂ

τ

” ” ὫὨ

Ὠ„

ὨὝ

ὨὝ

Ὠώ
 (2.6) 

Assuming properties of water at saturation temperature (Ὠ„ὨὝ ρȢψϳ Øρπ ὔ άϽὑϳ , 

” ωυψ ὯὫάϳ , ” πȢυωφ ὯὫάϳ ) and negligible vapor density, this ratio becomes 

Ὂ

Ὂ

χȢυςØρπ

ὫὨ

ὨὝ

Ὠώ
 (2.7) 

It becomes clear that low gravity, steep temperature gradients, or small bubble diameters 

are necessary for the Marangoni convection forces to become important. For example, in 

terrestrial conditions, with a bubble diameter of 10 mm and a temperature gradient of 

2°C/mm, the ratio of Marangoni to buoyancy forces is -0.015, indicating the force due to 

Marangoni flow is two orders of magnitude lower than the buoyancy force. Wang et al. [11] 

observed that on a thin (25 or 100 µm) heated wire with bubble sizes smaller than 50 µm and 

subcooling greater than 30°C, strong liquid jets with velocities on the order of 100 mm/s 

were observed to emanate from the wire, occasionally reaching 600 mm/s. These jets were 

observed following the collapse of a larger bubble and the associated forces induced by 

these jets were strong enough to drive the bubble against the buoyancy force toward the 

wire. For this case, using Eq. 2.4, and the conditions presented by Wang et al. [11], the force 

due to Marangoni flow was computed to be 31 times greater than the buoyancy force.  

There is also a drag force present whenever the bubble is in motion relative to the 

surrounding liquid. This occurs both when moving through a pool, and growing on the 

surface. To determine this force, the inviscid model is used as the vapor viscosity is much 

lower than the liquid viscosity, rendering the no-slip boundary condition invalid. For a bubble 

moving through a pool, the drag force is: 

Ὂ
ρ

ψ
“ὅ Ὠ”ὺ (2.8) 
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which is the equation for drag on a sphere. For a bubble growing on a surface, Zeng et al [12] 

described a net force that was imparted on the fluid (Fig. 2.4). The reaction is a downward 

force on the bubble that can be modeled as the drag the bubble experiences moving at a 

velocity equal to the growth rate of the diameter 

 

Figure 2.4: Force exerted on a bubble by the surrounding liquid as a result of bubble growth. 
This force can be characterized as a drag force, referencing the diameter growth rate as the 
bubble velocity. 

Ὂ
ρ

ψ
“ὅὨ”

‬Ὠ

‬ὸ
 (2.9) 

which is merely Eq. 2.8 with the exception that the velocity has been replaced with the 

growth rate of the diameter. This is a very basic form of the model; a number of other 

correlations exist for this growth rate that account for the presence of a wall and the 

hemispherical shape a bubble traditionally has during the initial (inertially controlled) growth 

phase on a smooth surface. 

2.3. Pool Boiling in Microgravity  

The pool boiling curve described in Section 2.1 applies only to terrestrial conditions where 

gravity serves to remove vapor from the surface primarily though buoyancy forces. The 

complication that arises when performing pool boiling in microgravity is that once a bubble 

ƴǳŎƭŜŀǘŜǎ ŀƴŘ ƎǊƻǿǎ ƛƴ ǎƛȊŜΣ ǘƘŜ ƴŜŀǊ ŀōǎŜƴŎŜ ƻŦ ŀ ōǳƻȅŀƴŎȅ ŦƻǊŎŜ ƛƳǇŜŘŜǎ ǘƘŜ ōǳōōƭŜΩǎ 
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ability to leave the surface. Fortunately, there have been numerous experiments in the field 

of microgravity pool boiling, both under saturated and subcooled conditions. Most 

commonly experiments were aimed at characterizing the behavior and dominant 

mechanisms of two-phase flows in a microgravity environment. Such studies include 

determination of the heat transfer coefficient, critical heat flux, bubble formation and 

growth, and bubble coalescence. 

Lee et al. [13] performed experiments with R-113 on a number of space shuttle flights and 

observed that since buoyancy was no longer the driving force for bubble behavior in 

microgravity, bubbles tended to remain on the surface, growing ever larger in size by 

coalescing with nearby bubbles, leading in turn to greater surface dry out and a faster onset 

of critical heat flux. Once bubbles grew sufficiently in size and coalesced, a single dominant 

vapor bubble remained and was lifted just off the surface. This behavior was attributed to 

the rapid evaporation of the thin liquid layer remaining after the coalescence of a large 

number of small bubbles; the added momentum away from the surface was strong enough 

to drive it off the surface. This hypothesis was supported by an observed rapid decrease in 

surface temperature, consistent with rapid evaporation. The large bubble was subsequently 

kept from the surface by the continued addition of momentum from the small bubbles as 

they grew towards and coalesced with the large bubble. This continued coalescence was 

observed at steady state, and confirmed that there is a clear nucleate boiling regime in 

microgravity conditions. 

What was even more surprising was that despite the greatly reduced bubble departure 

frequency, during low subcooling and low heat fluxes, several studies observed increase in 

the heat transfer coefficient in microgravity over terrestrial gravity [13-18]. In fact, 

experiments performed with R-113 refrigerant showed a 32% increase in the heat transfer 

coefficient. This increase in the heat transfer coefficient was attributed to the large vapor 

bubble just off the surface, which acted as a large reservoir and absorbed the nucleating 

bubbles through coalescence before they would depart naturally, inhibiting dryout. 

Additionally, Lee et al. [13] postulated that the continuous process of nucleation and 

coalescence induced turbulent eddies that enhanced the heat transfer coefficient. These 
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effects have since been generally accepted as the reason for the enhanced heat transfer 

coefficient in low subcooling conditions in microgravity over terrestrial gravity. Under high 

subcooling conditions (greater than 22.2°C for R-113), no such large vapor bubbles were 

observed, and the heat transfer rates were attributed solely to the turbulence caused by the 

erratic motion, coalescence, and departure of bubbles. The high heat transfer coefficient in 

high subcooling conditions in microgravity compared with terrestrial conditions has also 

been suggested to be caused by Marangoni convection around the vapor bubbles [18]. Based 

on the experiments performed with R-113, Lee at al. [13] developed a microgravity pool 

boiling curve and compared it to a terrestrial gravity pool boiling curve (Fig. 2.5). The 

increase in heat transfer coefficient for low heat fluxes in the nucleate boiling regime can be 

ǎŜŜƴ ōȅ ǘƘŜ ƳƛŎǊƻƎǊŀǾƛǘȅ ōƻƛƭƛƴƎ ŎǳǊǾŜΩǎ ǎƘƛŦǘ ǘƻ ǘƘŜ ƭŜŦǘ ŎƻƳǇŀǊŜŘ ǘƻ ǘƘŜ ŜǉǳƛǾŀƭŜnt pool 

boiling curve for R-113 in terrestrial gravity. Additionally, for the microgravity condition, a 

significant reduction in the critical heat flux is clearly visible. 

 

Figure 2.5: The pool boiling curve in microgravity. Microgravity pool boiling studies using R-
113 were performed on a number of space shuttle flights in order to generate this curve (plot 
was adapted from data presented by Lee at al. [13]). 

2.4. Pool boiling using augmented surface geometries  

Past research on passive heat transfer enhancement has been performed predominantly by 

means of augmented surface geometry. Such geometric features include continuous slots 
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and reentrant tunnels, cavities, angular/wedge-shaped geometries, and porous surfaces [1, 

19-22]. The improved heat transfer characteristics of these augmented surfaces have been 

well documented, and in some cases result in heat transfer coefficients more than double 

that which are observed on smooth planar surfaces. Modifications to surface geometry on 

the order of 1 mm such as slots, wedges, and reentrant tunnels are created to act as 

favorable sites for nucleation and vapor entrainment, reducing the required wall superheat 

temperatures required to maintain nucleate boiling. 

Chyu and Fei [21] studied the effect of wedge angles on the heat flux during nucleate boiling 

by varying the contact angle of a solid wall with the heated surface (Fig. 2.6). It was observed 

that decreasing the contact angle allowed for the formation of a stable vapor phase at the 

contact line, and subsequently allowed for higher heat transfer rates for a given wall 

superheat over that of a plain surface. The greatest enhancement was observed for a wall 

contact angle of 15°, where heat transfer rate was over twice as high as for a plain surface 

for a wall superheat of about 2.5°C. 

 

Figure 2.6: Two-dimensional representation of the experimental setup used by Chyu and Fei 
[21]. This setup was used to study the effect of wedge angle on heat flux (diagram adapted 
from Chyu and Fei [21]). 

Das et al. [19,20] studied the effects of continuous slots in heated surfaces on the boiling 

heat transfer coefficient. The types of slots studied were rectangular slots with either a 

circular reentrant geometry, rectangular reentrant geometry, or no reentrant geometry at 

their base (Fig. 2.7). The effect of slot tilt and orthogonal patterning (a grid of slots) was also 

studied. 
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Figure 2.7: Various slot geometries studied by Das et al. [19,20]. Reentrant, non-reentrant, 
and angled slots were studies. Slot grids were also created using these geometries, creating 
rectangular pillars on the surface (diagram adapted from Das et al. [19,20]). 

All slots were created using a wire EDM technique and were 0.4 mm wide, 2 mm deep and 

spaced 3 mm apart. The results from this study reveal that significant enhancement can be 

achieved by use of such geometry. Enhancement factors as high as 12 over a planar surface 

were observed for the grid-style slot arrangement with circular reentrant geometry at the 

base, keeping in mind that when accounting for the increased surface area of the slots, the 

wetted surface area was increased by a factor of 3.65. Based on these results, follow-on 

studies with rectangular slots, and rectangular slots with circular reentrant geometry at the 

base were performed. The slot angle to the surface was varied, revealing that this too 

increased the heat transfer coefficient. Again the slots with circular reentrant geometry 

greatly surpassed the plain slots in performance. For both geometries, a maximum heat 

transfer coefficient was observed for all heat fluxes when the slot was tilted 45° to the 

surface. 

2.4.1. Surface enhancements for fluid motion 

While the surface modifications in the previous section were aimed at heat transfer 

enhancement, this section discusses surface enhancements for fluid motion. The first of 

these enhancements discussed are wicking structures, designed to facilitate the advection of 

fluid from the pool to the surface via capillary action. Liter and Kaviany [22] studied the 

effects of porous coatings with a periodic variation in thickness. The aim of this study was to 

periodically facilitate the advection of liquid to the heated surface by means of capillary 

wicking, and vapor away from the heated surface along predefined paths, reducing the flow 
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resistance. Such systems are referred to as capillary-artery evaporator systems. The structure 

studied was comprised of copper beads 200 µm in diameter, sintered to form conical 

structures arranged in a close-packed hexagonal pattern. This arrangement greatly increased 

the heat transfer rate over a plain surface for the same degree of wall superheat. In fact, the 

critical heat flux achieved with this spatially modulated structured surface was over three 

times higher than that of a plain surface, and 58% higher than a uniform thickness porous 

layer coating. 

A particular case of fluid motion by surface enhancements has been recently demonstrated 

in single phase and film boiling regimes [23-26]. All three studies employed a similarly 

structured ratchet-like surface as discussed in this thesis, with the exception of the absence 

of any cavities. Additionally, the mechanisms by which the fluid motion was hypothesized to 

occur differ greatly between these studies and the work discussed in this thesis. 

The single-phase study was performed by Stroock et al. [23] and aimed at characterizing the 

net flow in a thin layer of oil with a free surface exposed to air by taking advantage of the 

natural presence of Marangoni-Bérnard convection cells. These convection cells are formed 

due to non-uniform temperature gradients at the liquid-air interface. Hot regions exhibit 

lower surface tension that cooler regions, driving flow near the surface towards the cooler 

regions. Where possible, this effect is further amplified by the up-welling of hot liquid under 

the hot surface regions, and down-welling of cold liquid under the cold surface regions. This 

thermo-capillary positive feedback effect leads to the formation of stable convective cells. It 

was observed that in the presence of a surface of asymmetrical topography (grooves with a 

steep slope on one side and shallow slope on the other) the primary convective cells did not 

remain entirely intact; a component of the flow moved to the next cell at either the bottom 

or top of the cell. This movement was not symmetrical as it occurred preferentially in one 

direction depending on the depth of the liquid layer and the surface temperature gradients. 

At a fluid depth half that of the topographical period ‗, the convective cells matched the 

topographical period; the flow was in the direction of the steeply-sloped face at low 

temperature gradients, and in the direction of the shallow-sloped face at high temperature 

gradients (Fig. 2.8). At a fluid depth that corresponded to the topographical period, the 
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convective cell period was double that of the topographical period; the net flow at this depth 

was in the direction of the steeply-sloped face at all temperature gradients. In both cases, 

the amplitude of the net flow increased rapidly at conditions above the critical Marangoni 

number (a condition which dictates at which vertical temperature gradient the dominant 

form of heat transfer moves from conduction to convection). 

  
(a) (b) 

Figure 2.8: Experimental results from Stroock et al. [23]. Diagram shows hypothetical 
Marangoni-Bénard convective cells and a secondary flow pattern over a surface with 
asymmetric topography at high temperature gradients (a) and associated experimental 
results (b) (diagram and plot adapted from Stroock et al. [23]). 

These results were later replicated in a similar, but entirely separate study performed by Jo 

at Oregon State University using a closed loop experimental facility [24]. Both studies 

demonstrated small flow rates; the maximum liquid-air interface velocity observed by Jo 

during experiments was 0.85 mm/min. Even so, the ability to generate transverse flow 

merely by applying a heat flux was clearly demonstrated. 

Linke et al. [25] conducted a study on the thermally actuated pumping of liquids on surfaces 

above the Leidenfrost point in the film boiling regime (Fig. 2.1). Water does not contact the 

heated surface in the film boiling regime, and often moves around erratically depending on 

the smoothness of the surface. These characteristics were take advantage of by creating an 

asymmetrically structured surface (period of 1.5 mm) and heating it above the Leidenfrost 
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point. What was observed was that when liquid droplets were deposited on the heated 

surface they would consistently accelerate in the direction of the shallow facing slopes. 

Figure 2.9 shows the structured surface with a droplet of film-boiling water. At point A the 

droplet contacts the crest of the ratchet and vapor escapes to the left and the right of this 

point. The vapor escaping to the left was expected to escape to the sides of the ratchet (into 

the page and out of the page), whereas the vapor escaping to the right was expected to 

enact some viscous drag on the droplet to the right before escaping to the sides in the trough 

of the ratchet pattern. This net viscous drag was hypothesized to be the driving force for the 

droplet acceleration, and even propelled droplets up inclines. 

 

Figure 2.9: Leidenfrost effect on asymmetrically structures heated surface as demonstrated 
by Linke et al. [25] The direction of vapor transport between droplet and ratchets is shown 

(diagram adapted from Linke et al. [25]). 

This study revealed that significantly high droplet velocities could be achieved with this 

geometry. In fact, speeds on the order of 5 cm/sec were achieved during experiments with R-

134a refrigerant. 

A Follow-on study on this phenomenon was performed by Ok et al. [26] with water, and was 

primarily concerned with the effect of ratchet size on droplet velocity. The smallest ratchet 

period studied was 800 nm, and resulted in a maximum measured mean velocity of 40 

cm/sec at a surface temperature of roughly 240°C. Maximum mean droplet velocities 

decreased with increase in ratchet period. As the wall superheat was increased the droplet 

speed decreased, and the all period-specific curves collapsed onto one. This period-

dependent behavior at lower wall superheat was explained by the contact the droplet made 

with the top of the ratchets, increasing the heat transfer rate and splitting the vapor layer 

over each ratchet in two. The shorter the ratchet period, the more such contact lines existed 
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under the droplet to generate vapor and the greater the net viscous drag on the droplet. The 

collapse of the individual curves at high wall superheat was explained as follows: as the wall 

superheat increases, the droplet is levitated off the surface, and the flow between the two 

sides is less distinct. Larger ratchet periods provide a larger gap below the droplet for the 

vapor to escape, whereas smaller ratchet periods create a larger flow resistance for vapor 

escape, as the cross sectional area of the triangular channel is much less. The greater viscous 

drag on the vapor creates a thicker equilibrium vapor layer, offsetting the performance gain 

due to a small ratchet period, and making the behavior similar for all ratchet periods. 

2.5. Conclusions on Literature Review  

The above literature review covers a broad range of previous work in the field of pool boiling 

using structured surfaces both in terrestrial and microgravity conditions, and serves to put 

the work discussed in this thesis into context. 

This review has revealed that studies relating to pool boiling heat transfer are mostly 

concerned with heat transfer enhancement without regard for lateral fluid motion or passive 

pumping effects. Some studies have been conducted on the passive pumping effects of 

structured surfaces by application of heat, specifically in the single phase natural convection 

regime, and the two-phase film boiling regime, but a gap exists in the nucleate boiling regime 

of the boiling curve where such fluid motion has been demonstrated, highlighting a need for 

thermally actuated pumping research in in the nucleate boiling regime. 

It is also important to note that much of the research surrounding pool boiling in 

microgravity was centered around characterizing the performance of a flat heated surface in 

the nucleate boiling regime, and that no studies were found in which the advantages of 

structured surfaces were discussed as they pertain to microgravity applications, nor were 

such experiments conducted. Additionally, some of the dominant pool boiling effects in 

microgravity such as Marangoni convection in subcooled conditions, and the presence of 

large vapor bubbles in saturated conditions, highlight the need for effective bubble removal 

from the heated surface to delay the onset of critical heat flux, allowing for greater heat 

fluxes at low surface temperatures. 
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3. SCOPE AND OBJECTIVES 

A review of the literature in Chapter 2 has revealed thermally actuated pumping in the 

nucleate boiling regime has not been studied, nor has there been research into the effects of 

such surfaces in microgravity. Because of the high heat fluxes that are possible with phase 

change heat transfer, thermally actuated pumping of liquids in the nucleate boiling regime 

has the potential to offer great benefits in the form of a passive high flux thermal 

management device. Thermally actuated pumping has been demonstrated with an imposed 

vertical temperature gradient in a single-phase liquid regime in the presence of a liquid-

vapor interface by Stroock et al. [23] and in the Leidenfrost film boiling regime by Linke et al. 

[25]; It is therefore of great benefit to research possible methods of doing so in the nucleate 

boiling regime. Both experiments demonstrated a net pumping effect using asymmetric 

ratchet-type surface structures, and both were able to drive fluid in the same direction (i.e. 

in the direction of the shallow-sloped face). The work discussed in this thesis will focus on 

the same type of repeated asymmetric ratchet surface geometry, such that a single type of 

surface structure can potentially provide thermally actuated pumping in the same direction 

in the single-phase, nucleate boiling and Leidenfrost regimes. 

3.1. Objectives and Tasks 

A multi-year collaborative study between Oregon State University and Auburn University is 

investigating the potential for thermally activated pumping of fluids in the nucleate boiling 

regime using repeated asymmetric surface structures. The experimental and modeling effort 

at Oregon State University will be aimed at documenting the bubble dynamics and flow 

around a small array of such ratchets in a pool of stagnant fluid and quantify forces that 

cause fluid motion in a direction parallel to the heated surface. The effort at Auburn is 

devoted to silicon fabrication methods for the surfaces as well as to characterize the net flow 

of liquid in a closed loop with an evaporator comprised of the ratcheted surfaces.  

As a part of the larger effort described above, the objective of this thesis work is to carry out 

proof-of-concept experiments to test the hypothesis that bubbles emanating from cavities 
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located on an asymmetrically structured surface have a component of velocity parallel to the 

heated surface as described in Chapter 1. A positive indication that a net lateral flow is 

generated by the structured surface would justify future work in this area and would be the 

first step in evaluating the potential for thermally actuated pumping using asymmetrically 

structured surface geometries similar to those employed by Stroock et al. [23] and Linke et 

al. [25]. While asymmetry is not necessary for the purpose of proving the hypothesis, it is 

nevertheless implemented to maintain a surface geometry consistent with that employed by 

Stroock et al. [23] and Linke et al. [25] such that a single surface geometry can generate 

lateral fluid motion in both the nucleate and film boiling regimes. In order to validate the 

hypothesis, information on bubble velocity, acceleration, departure diameter, and volume 

needs to be obtained. High-speed visualization with backlighting provides for both qualitative 

and quantitative visualization of the bubble motion and is hence the method of choice for 

the experiments presented in this thesis.  

In order to carry out the above proof-of-concept experiments, a major task entails design 

and construction of an experimental facility. The facility design also needs to accommodate a 

future study of the potential of the passive geometry for thermally-actuated pumping in a 

microgravity environment. These future experiments on gravitational dependence of the 

flow are expected to take place with three different orientations of the heated surface to 

quantify the bubble and liquid motion with respect to the buoyancy force, as any flow 

perpendicular to or in the opposite direction of the buoyancy force would indicate that 

buoyancy is not the driving mechanism of the flow. For this reason, the surface must be 

capable of being installed in the pool in three orientations as indicated in Fig. 4.1. Additional 

requirements were that the temperature of the liquid-surface interface could be mapped 

using infrared thermography, and that Particle Image Velocimetry (PIV) and Laser Induced 

Fluorescence (LIF) measurements could be made to study the two-dimensional flow and 

temperature variations in the liquid near the heated surface. 
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4. EXPERIMENTAL FACILITY 

This section covers the design of the experimental facility. First a review covering various 

methods of creating a microgravity environment is presented, followed by a brief review of 

such previously designed facilities. A description of the test section, the experimental facility 

requirements, the various designs considered for this thesis, and ultimately a detailed 

description of the final design, including all associated instrumentation and hardware is 

presented next. Although the full functionality of this experimental facility was not used to 

obtain the results presented in this thesis, it was nevertheless implemented to set the stage 

for follow-up work. Part drawings for all manufactured parts are included in Appendix F.  

4.1. Existing Microgravity Simulation Methods and Facilities  

Researching new technologies for space applications ideally requires validation in space. 

However, since the cost of transporting experiments to space in prohibitively expensive, it is 

desirable to simulate or create an artificial microgravity environment where experiments can 

be conducted as a reasonable simulation of the space environment [28]. For this reason a 

review of such existing methods was carried out, along with test facilities used for such 

experiments. 

4.1.1. Simulating a Microgravity Environment 

The primary difference between gravity and microgravity conditions is the near absence of 

buoyancy forces in microgravity. Because the buoyancy force acts in the vertical direction 

alone, it is still possible to simulate microgravity conditions by studying only the convective 

behavior normal to or opposing the direction of the buoyancy force (Fig. 4.1). For example, in 

terrestrial conditions, if naturally occurring convective motion was observed to transport hot 

liquid laterally or downward in a cold pool, such an observation would indicate buoyancy was 

not the driving mechanism for convection. For this reason, among others, researchers 

sometimes employ vertical or downward-facing heated surfaces to study the flow effects 

when buoyancy does not aid bubble departure [29,30]. Results from such experiments may 

then justify further experimentation in microgravity conditions. 
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Figure 4.1: Three orientations required to effectively demonstrate the flow's non-
gravitational dependence. 

4.1.2. Creating a Microgravity Environment 

The need for a non-space-based microgravity environment has led to the development of 

several types of microgravity simulation facilities. There are three primary means in which a 

microgravity environment can temporarily be created, these are: drop towers, sounding 

rockets, and parabolic flights. There are advantages to each of these services in the form of 

acceleration expected, duration of the microgravity conditions, and various others. Table 4.1 

outlines the various parameters associated with each service. 
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Table 4.1 Overview of various methods of creating a microgravity environment and common 
associated parameters [31-35]. 

Service Type Min g Max g Duration Advantages 

Drop Tower 1x10-5 30-65 2-5 sec Very repeatable 

Sounding 

Rocket 

1x10-5 N/A Several min Experiment is actually brought into 

space 

Parabolic Flight 2x10-2 9 10-20 sec Operator can accompany experiment 

As each facility/method has its own advantages, the desired facility/method should be 

chosen based on the experimental requirements.  

Drop Tower 

Drop tower facilities usually consist of a large tower, at the top of which a drop vehicle is 

suspended. The experiment is housed inside this vehicle and experiences very little 

acceleration when released from its suspended position. In order to minimize the 

accelerations associated with aerodynamic drag, some facilities implement either a 

secondary aerodynamic fairing within which the experiment floats freely, or create a near 

complete (0.005 Torr) vacuum in the chamber in which the vehicle falls [31,32]. Facilities that 

implement these features are capable of delivering accelerations as little as 1x10-3g for the 

aerodynamic fairing type and 1x10-5g for the vacuum chamber type. The primary 

disadvantage of a drop tower is the high acceleration upon impact with the stopping device; 

it is not uncommon for drop towers to subject payloads to impact accelerations of 30-65g 

[31,32]. 

Sounding Rocket 

For longer and more accurate microgravity simulations, the sounding rocket is often used. 

Sounding rockets can house numerous experiments and have a vertical launch and return 

trajectory. The microgravity conditions at the apex of the trajectory are often of very high 

quality. The primary advantage to this service is that the payload is actually brought into 

space, which allows experiments to be conducted that require a true space environment in 

addition to microgravity. In some cases, sounding rockets achieve altitudes over 1,500 km 

(higher than the international space station) before returning to ground level [33]. Because 
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sounding rockets can travel to such high altitudes, they are free of aerodynamic drag and are 

thereby capable of providing microgravity conditions with accelerations commonly as low as 

1x10-5g for several minutes; at least one study reported continuous accelerations as low as 

10-6g [16]. The disadvantages of sounding rockets are the payload size restrictions, 

inaccessibility to the experiment, and the possibility that the experiment is not recovered 

after the flight. 

Flying Parabolic Arcs 

The most familiar means of simulating microgravity is flying parabolic arcs, where an aircraft 

flies a parabolic trajectory to match the acceleration of gravity. There are numerous federal 

agencies such as NASA and ESA, and commercial organizations such as Zero Gravity 

Corporation that provide these services. The primary advantage of these aircraft-based 

microgravity simulations is the number of repeated parabolas that can be performed (up to 

40 per flight), the allowance for people to accompany the experiment, the absence of any 

large accelerations, and the availability of external power sources [37]. Experiments are 

normally subject to aircraft vibrations, but can often be free-floated to physically disconnect 

the experiment from the airframe (a technique that makes the airframe analogous to the 

aerodynamic fairing employed in a drop tower) to reduce accelerations below those 

experienced by the airframe. 

4.1.3. Microgravity Experimental Facilities 

There have been a number of pool boiling studies performed in microgravity. Perhaps the 

most successful and widely cited microgravity pool boiling experiments are by Lee et al. [13] 

and are therefore the focus of this review. Because the aim of these experiments was largely 

the observation of bubble behavior as it pertains to the different regimes in the pool boiling 

curve, obvious similarities exist compared to the needs for the experimental facility 

developed for this thesis work. The experimental facility employed by Lee et al. [13] was a 

pressurized chamber, with two compartments; one compartment housed the boiling surface 

and the R-113 fluid, the other served as a reservoir to accommodate expansion associated 

with the generation of vapor bubbles in the pool and was filled with nitrogen. The two 
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chambers interfaced by means of a bellows, allowing for expansion into the nitrogen 

chamber without increase in pressure. A pressure transducer in the nitrogen chamber 

monitored the pressure, and regulated the flow of nitrogen from a storage tank into the 

chamber when the pressure was too low, and vented nitrogen if the pressure was too high. 

Such a pressure regulating configuration was also used by Straub [38]. The pool was heated 

through the chamber walls, and a stirrer in the pool served to create a uniform pool 

temperature at the start of each experiment. Perhaps the most unique feature of this 

experimental facility was the ability to image the pool from the side and from below the 

heater surface at the same time using a single camera. The bottom view was used to count 

the number of bubbles generated as well as to determine their size, whereas the side-view 

was used to observe events occurring in the pool above the heated surface. The ability to 

view the pool from below was accomplished by sputter depositing a thin (400 Å) gold layer 

that served as a semitransparent heater as well as resistive thermometer onto a polished 

transparent quartz substrate. A number of thermistors were placed at various distances from 

the heater surface as well as throughout the pool. R-113 was used for its low boiling 

temperature, thus minimizing heat losses to the environment, and its electrical non-

conductivity, allowing it to be used in direct contact with the gold film heater. Because this 

experiment was used in a microgravity environment it did not require the heated surface to 

be installed in more than one orientation. For the purposes of the present experimental 

facility design, the primary considerations taken from the experimental facility employed by 

Lee et al. was to make accommodations for future pressure regulation equipment. 

Experiments in both microgravity and simulated microgravity can be performed using a 

variety of resources and techniques. This review has revealed that for the research discussed 

in this thesis, it would be most appropriate to initially research the effects of various surface 

orientations, followed by flying parabolic flight in an aircraft, primarily because an aircraft 

allows the operator to accompany the experiment, and does not subject the experiment to 

high accelerations. 
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4.2. Test Section 

The structured surface was fabricated by Dr. Sushil Bhavnani and Naveenan Thiagarajan at 

Auburn University in Auburn, AL and consisted of two wafers bonded to one another ς the 

structured surface and the heater wafer. The heater wafer consisted of a 500 µm thick, 76.2 

mm (3.00 in) diameter silicon wafer, etched from a larger 100 mm diameter wafer. A small 

section (11.8 x 8.0 mm) of the structured surface with seven ratchets and four cavities per 

face was bonded to one side of the large wafer, and a thin film aluminum heater was 

deposited on the other. From here on in this thesis the side of the silicon wafer with the 

heater is referred to as the backside, the side with the structured surface is referred to as the 

topside, and the asymmetrically structured surface is referred to as the test section. The 

aluminum heater was deposited through e-beam evaporation, after which thermal isolation 

trenches were etched 350 µm deep around the heater to reduce conduction losses in the 

wafer. The test section was made from a separate silicon wafer and the ratchet pattern was 

created using Deep Reactive Ion Etching (DRIE). The angles of the pattern were controlled by 

varying the plasma gas ratios during this process, and were nominally etched to 24° for the 

test section used in this thesis work. The cavities were etched from the opposite side of the 

test section using potassium hydroxide. This resulted in an isotropic etch of the silicon at an 

angle of 54.6°, creating pyramidal cavities. Once the test section was completed, it was 

bonded to the topside of the wafer using a gold and tin preform as solder (Fig. 4.2).  
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Figure 4.2: Configuration of the test section and thin film aluminum heater silicon wafer. The 
test setion was etched from a separate silicon wafer and bonded with gold and tin. The thin 
film heater was deposited through e-beam evaporation. 

The cavity mouths in the sloped ratchet face were trapezoidal in shape due to the pyramidal 

etch from the back. Using a 25 mm x 25 mm fixed frequency grid distortion target with dots 

of 0.0625 mm diameter and 0.125 mm spacing (Edmund Optics stock no. NT58-509), the 

cavity mouth was estimated to be 250 µm at the base, 120 µm at the top, and 205 µm tall 

after correcting for the 24° slope of the face (Fig. 4.3). An image of the optical grid taken at 

the same working distance and magnification as the cavity image was overlaid to provide a 

scale, as in-situ placement of the optical grid did not permit both the cavity and grid to be in 

focus simultaneously due to the topography of the test section and the narrow focal depth of 

the microscope lens. 
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Figure 4.3: Microscope image of a cavity on the test section with overlaid image of calibrated 
optical grid. 

Power was supplied to the test section by a variable power supply (Tenma 72-8350). Two 

multimeters (Tektronix DMM912) were used to measure the supplied current and the 

voltage across the heater. Figure 4.4 shows a schematic of the electrical circuit used to 

power the test section and measure the voltage and current. 

 

Figure 4.4: Schematic of test section power and measurement circuit. Multimeters were used 
to measure the supplied current and the voltage across the measurement leads. 

4.3. Experimental Facility Requirements  

The experimental facility was designed to study the effects of two-phase microgravity pool 

boiling through minimally-intrusive whole-field measurements. The silicon wafer was to be 

mounted in the three aforementioned orientations in such a way as to allow the 
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simultaneous imaging of the ratchet-fluid interface through infrared thermography from the 

backside of the wafer, high-speed imaging of the bubbles departure dynamics from a side-on 

view, and facilitate future implementation of Particle Image Velocimetry (PIV) and Laser 

Induced Fluorescence (LIF) measurements (also from a side-on view). Additionally, the pool 

temperature would need to be controlled to permit saturated or subcooled experiments, and 

there would need to be provisions for condensation of vapor. The chamber was to be 

constructed out of 316 Stainless Steel as this would insure compatibility with most fluids, 

prevent oxidation, and insure a long operational life.  Because the desired method of 

simulating microgravity was flying parabolic arcs, the entire experimental facility was to be 

made compatible with NASA Document AOD-33897 [39]. 

4.4. Initial Chamber Design  

The primary design challenge for the chamber was the triple orientation requirement for the 

test section. The first design considered was to mount the wafer in the chamber and allow 

the chamber and all associated cameras and instruments to be rotated as one assembly to 

provide the desired orientations. Table 4.2 lists the advantages and disadvantages of this 

design. 



32 
 

Table 4.2: Advantages and disadvantages of achieving the three-orientation capability by 
means of a rotatable chamber. 

Advantages of Rotatable Chamber Disadvantages of Rotatable Chamber 

¶ Pool temperature and power input 

conditions could remain more consistent 

between the various orientations. 

¶ Little time is required to change the 

ǿŀŦŜǊΩǎ ƻǊƛŜƴǘŀǘƛƻƴ ŀǎ ǘƘŜ ŎƘŀƳōŜǊ Ŏŀƴ ōŜ 

rotated, precluding a need to remove and 

reinstall the wafer for the various 

orientations, greatly simplifying this part of 

the experimental procedure. 

¶ Allows for off-флϲ ŎƘŀƴƎŜǎ ƛƴ ǘƘŜ ǿŀŦŜǊΩǎ 

orientation if this ever becomes necessary. 

¶ The ability to rotate the entire 

experimental facility requires a lot of 

additional hardware and design effort 

leading to increased cost. 

¶ The degree of freedom about the axis of 

rotation introduces the possibility of errors 

in orientation repeatability and makes the 

chamber more susceptible to external 

vibrations and forces. 

¶ The externally-mounted laser will require a 

complicated mirror system to maintain 

accurate and repeatable alignment with the 

target for all orientations, increasing the 

cost and complexity. 

¶ Size envelope of experimental facility is 

large 

Though a rotatable chamber has great benefits from an experimental procedure point of 

view, the cost of manufacturing and complexity of the optics ultimately resulted in the 

decision not to follow through with this design. Instead, it was decided to keep the chamber 

ƛƴ ŀ ŦƛȄŜŘ ƻǊƛŜƴǘŀǘƛƻƴΣ ŀƴŘ ŎƘŀƴƎŜ ǘƘŜ ǿŀŦŜǊΩǎ ƻǊƛŜƴǘŀǘƛƻƴ ŀƭƻƴŜΣ ƎǊŜŀǘƭȅ ǎƛƳǇƭƛŦȅƛƴƎ ǘƘŜ 

overall design. 

4.4.1. Initial Pool Temperature Control 

The pool was initially heated using a hot oil loop; it consisted of a 3 m (10 ft.) long 316 

stainless steel tube through which hot oil was pumped. The hot oil was pumped from a 
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remotely-located circulation heater (Cole Parmer Polystat Series) which was capable of 

controlling the oil temperature. Unfortunately this configuration not only lacked 

temperature feedback for to control pool temperature, it was not capable of raising the pool 

temperature above 40°C, largely due to the number of flow restrictions in the flow loop 

which greatly reduced the flow rate. 

4.5. Final Chamber Design 

Because the fixed chamber design was adopted, the focus was on how best to provide the 

test section with the capability of being mounted in the three orientations of interest with 

minimal cost and effort. CoƴǎƛŘŜǊƛƴƎ ǘƘŜ ǿŀŦŜǊΩǎ ŦǊŀƎƛƭƛǘȅ ŀƴŘ ƘƛƎƘ ƳŀƴǳŦŀŎǘǳǊƛƴƎ Ŏƻǎǘ ŀƴŘ 

procurement time, it was not favorable to require dismounting of the wafer itself when 

changing orientations, but rather to create a wafer holder upon which the wafer could be 

affixed, which itself could then be reoriented. Such a wafer holder would have to support the 

wafer at its perimeter, keeping the central area on the backside of the wafer exposed to the 

outside environment to permit IR thermography. By creating three identical circular ports in 

the chamber walls (bottom, side, top), the wafer holder could be placed in any one of the 

ports, providing the three-orientation capability. 

4.5.1. Wafer Holder 

In addition to interfacing with the chamber, the wafer holder was designed to hold the 

silicon wafer while providing for IR access from the backside and to provide electrical 

connections for the power supply and for voltage measurements. Four electrical connections 

were needed in total ς two for supplying power and two for measuring voltage. Since the 

backside of the wafer is exposed, the holder must also provide a seal around the wafer. The 

O-ring was of round cross section, 1.59 mm (0.063 in) thick, and made of FC-72 compatible 

EPDM (Ethylene Propylene Diene Monomer).The initial design featured multiple clamps that 

clamped the wafer to the O-ring (Fig. 4.5a). The purpose of this design was to provide a clear 

view of the test section between the clamps when viewed from the side. A number of clamp 

tests were performed with sample wafers, but the individual clamps did not provide uniform 
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clamping force and caused numerous failures of sample wafers. It was discovered that in 

order to prevent failures, the requisite clamping force on the wafer needed to be uniformly 

distributed around the circumference of the O-ring. 

However, supporting the wafer continuously around its circumference over the O-ring would 

obscure the side-on view of the test section. To solve this problem, a 3-piece clamp was 

designed (Fig. 4.5b). The sides of the clamp were made of 12.70 mm (0.500 in) thick optically 

clear polycarbonate (the inner face of which was located 25.4 mm (1.00 in) from the test 

section centerline), while the rest of the clamp was made of Polyetheremide (a translucent 

brown thermoplastic also known as Ultem1000). Six screws secured the clamp to the wafer 

holder, sandwiching the wafer and the O-ring in between. This design provided a continuous 

flat surface that pressed down on the wafer, and also served to support the wafer where the 

pogo pins made contact, precluding stress concentrations at these locations. Lastly, a 

removable top wall was added 25.4 mm (1.00 in) above the wafer to reduce the momentum 

effects of any currents in the surrounding pool. This clamp design proved highly effective, 

providing a circumferentially uniform clamping surface while providing an unobstructed side-

on view of the ratchets. 

  

(a) (b) 

Figure 4.5: Wafer holder and clamp designs. The low-profile individual clamps on the initial 
design caused stress concentrations that lead to failures in sample wafers (a). The new 
design (b) was a continuously supporting clamp where part of the clamp was made of 
optically clear polycarbonate to provide an unobstructed side view of the test section. 
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The holder was designed to bring the wafer into view through the chamber windows, and 

provide for an unobstructed view of the backside of the wafer for infrared thermography 

(Fig. 4.6). The working distance for the IR microscope lens was 30 mm so the pogo pins and 

lead wires were kept short enough to maintain clearance in this small gap. The bottom of the 

holder featured a flange with a hole pattern to mate with the round chamber ports in any of 

the three aforementioned orientations. 

 

Figure 4.6: Transparent view of the wafer holder showing the infrared camera microscope 
lens position in relation to the test section. A cutout in the polycarbonate wafer mount 
allows the microscope lens to be spaced 30 mm to focus from the backside of the wafer, 
permitting infrared thermography of the heated surface. 

 

4.5.2. Chamber Design 

The 316 stainless steel chamber featured a wall thickness of 12.7 mm (0.500 in) in order to 

allow enough depth for screw threads and O-ring grooves, and inside dimensions 22.8 cm x 

22.8 cm x 15.2 cm (9.00 in x 9.00 in x 6.00 in). All chamber O-rings were 3.18 mm (0.125 in) 

thick with a round cross-section. The material chosen for all O-rings was EPDM as it offered 

good chemical compatibility with 3M FluorinertTM Electronic Liquid FC-72 (Table 4.3). All O-

ring grooves were 3.56 mm (0.140 in) wide and 2.84 mm (0.112 in) deep, allowing for 10% 
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compression. The circumference of each O-ring groove was sized to induce 2-4% stretch 

when installed. 

Table 4.3: Material compatibility with 3M FluorinertTM Electronic Liquid (FC-72) 

Material Compatibility with FC-72 

Buna-N Poor 

PTFE Good 

Viton Poor 

EPDM Good 

Silicone Not Recommended 

Thermoplastics (PVC, Ultem, 
 Polycarbonate, Acrylic, etc) 

Good 

PFA Good 

Because the test section was to be imaged in three different orientations, it needed to be 

mounted in such a way as to keep it in view for external visible spectrum cameras (for PIV, 

LIF, and High-Speed Imaging) that were to image the flow near the ratchets, for this reason 

large windows were used. Additionally, the windows were chosen to be rectangular, 

precluding any cropping of the image by the edge of the window for a large field of view. The 

windows were made of 6.35 mm (0.250 in) thick borosilicate glass from GrayGlass and sealed 

against the chamber with a 3.18 mm (0.125 in) thick EPDM O-ring, clamped with a stainless 

steel flange. The flange was polished smooth to prevent the glass from cracking. The wafer 

mount ports were designed as circular cutouts because the wafer itself was round. This 

allowed the wafer holder to be an axis-symmetric part that could be machined on a lathe. 

Two 6.35 mm (0.250 in) thick 316 stainless steel covers with mating geometry identical to 

that of the wafer holder were designed to cover the circular ports not filled by the wafer 

holder. One of the covers featured four individual thermocouple ports, while the other was 

blank. Installing the thermocouples in one of the port covers allowed them to always remain 

in the same orientation relative to the wafer; when the wafer was moved from the upright 

orientation to the vertical orientation, the port cover with the thermocouples was moved 

from the vertical port to the bottom port. Lastly, in order to make the chamber compatible 

with NASA Document AOD-33897, four flanges with 9.53 mm (0.375 in) diameter holes in a 

vertical 5.80 cm (2.00 in) spaced pattern were added to the chamber that would serve as an 
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interface to mount to a rack. These flanges also served to support the high-speed camera 

and the backlighting assembly. 

4.5.3. Pool Temperature Control 

Maintaining control over the chamber pool temperature was critical to performing 

experiments at subcooled and saturation conditions. In general, precise temperature control 

of any kind can be accomplished by means of a PID control loop supplied with temperature 

measurements from thermocouples, controlling some type of heat source. This configuration 

allows the pool temperature control to be performed automatically and autonomously. As 

discussed in Section 4.4.1, pool temperature control was initially performed using a hot oil 

loop. However, because of its ineffectiveness, the hot oil loop was replaced with two 

electrically powered 600W cartridge heaters (Watlow part # G6A56-BG12) that were 

immersed in the pool and controlled by a PID controller (Omega part # CNi3253-DC) through 

a separate high-current relay (Omega part # SSR330DC50). The cartridge heaters greatly 

simplified the heating system and were far more effective at heating the pool than the hot oil 

loop. There were no active cooling systems; cooling of the pool relied on heat losses through 

the chamber walls since future flight experiments would not permit the use of the chiller. 

4.5.4. Chamber Flow Loop 

The entirety of the fluid flow loops consisted of a condensing equipment flow loop and a 

fill/drain flow loop. Figure 4.7 shows the layout of the two flow loops; the following sections 

will describe each in detail. 
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Figure 4.7: Layout of the two flow loops implemented in the experimental facility. A 
condensing equipment flow loop was responsible for condensation of the vapor in the 
chamber, and a fill and drain loop was responsible for filling, draining, and filtering the pool. 

In order to condense vapor in the chamber, condensation coils were installed. These coils 

were designed to be used with either the Thermo Scientific NESLAB ThermoFlex5000 

Circulation Chiller with positive displacement pump, capable of removing up to 5kW at 20°C 

at a flow rate of up to 15.5 L/min, or the Thermo Scientific ThermoHaake C30P Heating 

Refrigerated Water Bath Circulator, capable of removing 800W at temperatures as low as 3°C 

at a flow rate of up to 24 L/min. The length of tubing needed for condensation of vapor was 

estimated as a part of design of the coils. The condensing coils were designed to fit inside the 

chamber while keeping clearance with the circular port around which it was installed so that 

there would be no interference with the wafer holder when installed in the inverted 

orientation. For this reason the tubes were coiled to maintain clearance around the circular 

port (Figs. 4.9a, 4.15, 4.19b). An additional restriction was that the condensate dripping onto 

the liquid-air interface would not affect the flow near the test section. This requirement was 
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met by default as the coiled tubing configuration used to provide clearance for the holder in 

the inverted orientation left the area above the test section free of condensing equipment in 

all orientations. Double shut-off quick disconnect tube couplers from Swagelok allowed the 

chiller to easily be disconnected from the condensation coils. 

The length of tubing required to condense at a minimum rate of 1200W (the maximum 

heating capacity of the cartridge heaters) was determined using Matlab®; all fluid properties 

used were for water. A 1D resistance network, shown in Fig. 4.8, was used to model the heat 

transfer from the saturated vapor to the coolant in the condensing coils. 

 

Figure 4.8: 1D resistance network used to determine the minimum tube length required for 
the condensing coils. 

The heat transfer coefficient for the flow in the tube was calculated using single-phase 

convection: 
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The total heat transfer rate was calculated using the resistance network shown in Fig. 4.8. 

Since no explicit solution for the tube length as a function of total heat transfer rate could be 

found, this value was determined iteratively by first guessing a length and then solving for 

the total heat transfer rate by minimizing the residuals of the inner and outer log mean wall 

temperatures. The length was increased until the total heat transfer rate was greater than 

1200W. Initial guesses for an average inner and outer log mean wall temperatures as well as 

coolant exit temperature were set. The following equations were solved iteratively in order; 

first the condensation heat transfer coefficient was calculated: 
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where Ὤᴂwas determined by 
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and the Jakob number was determined by 
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To determine the total heat transfer rate, the log mean temperature of the system was 

calculated: 
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For the first iteration, the value for Ὕ  was determined by the initial guess, whereas all 

subsequent iterations used the value of Ὕ  from the previous iteration. The value of Ὕ  

for the next iteration was calculated as follows: 
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The total heat transfer rate was then evaluated by dividing the log mean temperature 

difference by the sum of the thermal resistances, specifically the inner convection, tube wall 

conduction, outer condensation resistances: 
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Using Eq. 4.1-4.7, a total length of at least 1.2 m of 6.35 mm (0.250 in) diameter 316 stainless 

steel tubing was deemed necessary to remove the heat generated in the chamber. Because 

of the high vapor pressure of FC-72, a precautionary reflux condenser was installed on top of 
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the chamber. The reflux condenser used was 300 mm jacket length borosilicate glass Graham 

condenser. The condenser was cooled using the same source as the stainless steel 

condensing coils, and was installed such that the two flow loops were in parallel. This parallel 

arrangement reduced the overall pressure drop in the flow loop, allowing for a greater flow 

rate than in a series arrangement. Figure 4.9a shows an overview of the complete 

condensing loop; Figure 4.9b shows film condensation of FC-тн ƻƴ ǘƘŜ ŎƘŀƳōŜǊΩǎ ŎƻƴŘŜƴǎƛƴƎ 

coils during experiments 

  
(a) (b) 

Figure 4.9: Overview of condensing loop. Stainless steel coiled tubing was installed inside the 
chamber and an externally mounted Graham reflux condenser installed in parallel to 
minimize pressure drop; double shut-off quick disconnects connect the condensing loop to 
the chiller (a); condensing coils inside the chamber condensing FC-72 during a test (b). 
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Because the images acquired by the Phantom V310 high-speed camera are used for 

qualitative evaluation of the test section performance as well as image processing, it was 

critical that there was no visible particulate in the fluid that would otherwise affect the image 

ǇǊƻŎŜǎǎƛƴƎ ŀƭƎƻǊƛǘƘƳΩǎ ǊŜǎǳƭǘǎΦ CƻǊ ǘƘƛǎ ǊŜŀǎƻƴΣ ŀ ǎƳŀƭƭ ƎŜŀǊ ǇǳƳǇ ό/ƻƭŜ tŀǊƳŜǊ ǇŀǊǘ І WU-

00132-YQ) was used to pump fluid directly from the fluid reservoir through a filter into the 

chamber. For water, a 15-micron sintered stainless steel filter (Swagelok part # SS-4F-15) was 

used, and for FC-72, a 7-micron sintered 316 stainless steel filter (Swagelok part # SS-4F-7) 

was used. The filters required regular cleaning to keep the pressure drop within the limits of 

the pump. The wetted materials of the pump were chosen for compatibility with both water 

and FC-72. In particular, EPDM O-rings were substituted for the stock Buna-N O-rings. The 

tubing used was 6.35 mm (0.250 in) diameter 316 stainless steel tubing with 316 stainless 

steel Swagelok fittings and valves. Perfluoroalkoxy (PFA) tubing was used to connect the hose 

barb fittings on both inlet and exit of the pump to the flow loop. This tubing was transparent, 

permitting flow in the loop to be confirmed by the operator, and Polypropylene nuts and 

ferrules (McMaster part # 5016K222) were used to mate this tubing to the Swagelok 

components. Once the chamber was filled, turning a two-way valve allowed the pump to 

draw water from within chamber as opposed to the external reservoir, enabling the fluid in 

the chamber to be continuously filtered, removing any particulate that may have been 

present inside the chamber before filling. The pump also served to thoroughly mix the pool 

before pool temperature data was acquired. Once an experiment was completed, the 

chamber could be drained directly back into the reservoir through the drain tube after 

turning the drain valve. An overflow tube was installed at the top of the chamber and 

connected to the drain tube downstream of the drain valve. In the event the pump was 

inadvertently left on, the excess fluid in the chamber would overflow through this tube into 

the drain line, precluding any spills or a chamber over-pressure that could break the silicon 

wafer. Figure 4.10 shows the complete pump fill and recirculation loop, along with the 

overflow tube. Pictures of the various components in the pump fill and recirculation loop are 

shown in Fig. 4.11. 
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Figure 4.10Υ ¢ƘŜ ŎƘŀƳōŜǊΩǎ Ŧƛƭƭ ŀƴŘ ǊŜŎƛǊŎǳƭŀǘƛƻƴ ƭƻƻǇ ǿƛǘƘ ŜƳŜǊƎŜƴŎȅ ƻǾŜǊŦƭƻǿ ǇǊƻǘŜŎǘƛƻƴΦ A 
two-way valve selects either an external reservoir or the chamber as the source for the gear 
pump. A 15-micron sintered stainless steel filter insures that particulate in the liquid being 
pumped in from the reservoir or being recirculated is removed before being pumped into the 
chamber. 

 

    
(a) (b) (c) (d) 

Figure 4.11: Overview of the components of the fill/drain flow loop. Shown are the pump and 
pump selector valve in the recirculation position (a), the 15-micron filter (b), the chamber 
overflow (c), and the drain valve in the closed position (d). 
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4.5.5. Imaging 

To enable future PIV and LIF measurements, provisions were necessary for a laser light sheet 

to enter the chamber and be incident on the wafer. Because the surface of interest on the 

wafer consists of a ratchet pattern with a 30 degree ratchet angle, it is necessary for the laser 

light sheet to be incident to the surface at a minimum angle of 30° to illuminate the trough 

regions of the ratchets. However, providing such laser sheet illumination in all three 

orientations (30° down for the upright orientation, straight in for the vertical orientation, and 

30° up for the inverted orientation) as shown in Fig. 4.12 without changing the position or 

orientation of the laser, required an ingenious design.  

 

Figure 4.12: Required laser light sheet incidence angle on the test section as it depends on 
the test section orientation. The laser port was designed so that a fixed source could provide 
all three incidence angles. 

To permit illumination of the wafer in any of the three orientations, a special laser port was 

designed. The laser port featured a prism that would deflect the light-sheet down by 30° 

upon which it would enter the chamber through a window that was oriented perpendicular 

to the incident light sheet. The entire laser port assembly could also be installed upside down 

to deflect the laser light sheet upwards at 30°.  
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In order to deflect the laser light sheet by 30°, the correct prism dimensions and properties 

had to be determined. The deflection angle of the laser light sheeǘ ƛǎ ŀ ŦǳƴŎǘƛƻƴ ƻŦ ǘƘŜ ǇǊƛǎƳΩǎ 

index of refraction, the prism angle, and the orientation in which it is installed. A Matlab® 

script was written to determine the prism angle and orientation that would permit deflection 

of the light sheet by at least 30°. The prism material chosen was BK7 as this is a common 

ƳŀǘŜǊƛŀƭ ŦƻǊ ǇǊƛǎƳǎΤ ǘƘŜ ǊŜŦǊŀŎǘƛǾŜ ƛƴŘŜȄ ŦƻǊ .Yт ƛǎ b Ґ мΦрмфр ŦƻǊ ˂ Ґ рон ƴƳ (PIV laser), N = 

мΦрноп ŦƻǊ ˂Ґпто ƴƳ (LIF laser) [40]. Prism angles ‰ ranging from 10° to 60° were studied. 

The prism tilt angle ‍ was also studied. 

Figure 4.13a shows a diagram of the prism with prism angle ‰, the prism tilt angle ‍, and the 

incident and refraction angles — . The beam refraction due to the prism was computed 

using the standard refraction formula: 

ὔÓÉÎ— ὔÓÉÎ—  (4.8) 

When written in terms of the prism angles and indexes of refraction, this equation becomes 

— ÓÉÎ
ὔ

ὔ
ÓÉÎ—  (4.9) 

— ÓÉÎ
ὔ

ὔ
ÓÉÎ—  (4.10) 

Where — ‍ ‰ and — ‰ —. The beam deflection ‎ was computed using the 

incident angle —, the refracted angle —, and the prism angle ‰: 

‎  — — ‰ (4.11) 

Combining the above equations, the beam deflection becomes 

‎  ‍ ‰ ÓÉÎ
ὔ

ὔ
ÓÉÎ‰ ÓÉÎ

ὔ

ὔ
ÓÉÎ‍ ‰  (4.12) 
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(a) (b) (c) 

Figure 4.13: Selection of the laser light sheet prism. A diagram (a) showing the prism angle ‰, 
prism tilt ‍, and the total beam deflection angle ‎ shows the variables considered. Plots 
show the various beam deflection angles as they correspond to laser wavelengths of the PIV 
laser (b) and the LIF laser (c). 

Beam deflection was calculated as a function of prism tilt, prism angle and index of refraction 

(a function of the wavelength of the light sheet) for both the PIV laser wiǘƘ ˂ Ґ рон ƴƳ όFig. 

4.13bύ ŀƴŘ ǘƘŜ [LC ƭŀǎŜǊ ǿƛǘƘ ˂ Ґ пто ƴƳ όFig. 4.13c). Each curve in Fig. 4.13b,c represents a 

particular beam deflection. Both plots show that a 45° prism (indicated by the dashed 

horizontal line) can deflect a 532 nm or 473 nm wavelength laser light sheet by at least 30°, 

provided that the prism is titled more than 15°. Because 45° prisms are very common, this 

was an effective means of deflecting the light sheet. The prism (Thorlabs part # PS908H-A) 

was mounted on a rotation platform (Thorlabs part # RP01) so that the tilt could be adjusted. 

This allowed the beam deflection to vary between roughly 27° and 38° if so desired (for 

example if the ratchet angles were to be varied). Figure 4.14-4.16 show the implementation 

of the prism and two laser ports in the chamber used to illuminate the test section in the 

upright and vertical orientations. ¢ƘŜ ƭŀǎŜǊ ǇƻǊǘΩǎ ƳŀǘƛƴƎ ƎŜƻƳŜǘǊȅ ǘƻ ǘƘŜ ŎƘŀƳōŜǊ ǿŀǎ 

rectangular to allow only the intended upright or inverted installation of the laser port 

assembly. 
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Figure 4.14: The laser light sheet as it is deflected by a prism in the upright orientation. 

 

Figure 4.15: The laser light sheet as it is deflected by a prism in the inverted orientation. 
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A second laser port was designed for use in the vertical orientation that featured a simple 

window mounted perpendicular to the incoming sheet, thus permitting the light sheet to 

pass into the chamber undeflected. The laser port assembly was designed for the light sheet 

to enter at its center, allowing the laser to remain fixed for this configuration as well. 

 

Figure 4.16: The laser light sheet as it enters the chamber in the vertical orientation. A simple 
laser port was used in this configuration as the laser was already aligned with the test section 
to illuminate the troughs between the ratchets. 

Figure 4.17 shows a demonstration of the deflected beam; the beam is incident from the 

top-left of the image, illuminating a bubble in the pool. FƭǳƻǊŜǎŎŜƴǘ ŘȅŜ όά{ǳƭŦƻǊƘƻŘŀƳƛƴŜ .έ 

from Sigma Aldrich) was dissolved in the pool to make the laser light sheet visible. An optical 

filter was placed in front of the lens to block the 532 nm wavelength light, but allow the 

fluorescence wavelength (607 nm) to pass through so that only light emitted by the dye was 

visible. 
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Figure 4.17: Demonstration of the laser light sheet illuminating a bubble. The light sheet 
ό˂Ґрон ƴƳύ was refracted 30° by a prism to allow the fluid in the troughs of the test section 
(not included during this test) to be illuminated. 

Infrared imaging was to be performed using a Nippon Avionics TVS-8500 Series Camera in 

conjunction with a TVM-8510U Microscope Lens. The camera featured 256 x 236 pixels 

resolution and provided up to 120 fps recording output. The microscope lens provided a 2.56 

mm x 2.36 mm field of view at a fixed working distance of 30 mm. Since the microscope lens 

must be fixed at 30 mm from the backside of the wafer, an IR camera support (Fig. 4.18) was 

designed and constructed to support the IR camera in such a way that the lens would remain 

concentric within the wafer holder, thereby keeping the center of the wafer centered in the 

image. The support interfaced with the chamber using a rectangular four-hole pattern 

around the circular port. This mounting interface was common to all circular ports, allowing 

the IR camera to image the backside of the wafer in any of the three orientations (Fig. 4.19). 

An adjustable screw in the back of the support allowed the camera to be moved closer or 

farther away to bring the wafer into focus. 
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Figure 4.18: Infrared camera mounted to custom support designed to interface it with the 
chamber. The camera position was fixed so that the microscope lens was aligned with the 
test section. An adjustable screw allowed the camera to be positioned closer or farther from 
the backside of the wafer to bring the image into focus. 

  


























































































































































































































































































